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OTHERWISE.

THE CONDUIT FROM THE EDGE OF THE DUCTBANK SHALL BE 3".

. ALL POWER CONDUITS ARE 5" AND COMMUNICATION CONDUITS ARE 4" UNLESS NOTED

. SPACE BETWEEN TWO ADJACENT CONDUIS IN A DUCTBANK SHALL BE 2". SPACE BETWEEN
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